Low density ROCKWOOL insulation (typically RWA45)

120mm Wide Fire Duct affixed with FIREPRO Glue or pigtail screws

FIREPRO Fire Duct System

Duct support rods (By Others)

40mm minimum overlap

FIREPRO Fire Duct same thickness as main encasement fixed with pigtail screws

ROCKWOOL FLEXI where required in order to meet required fire and acoustics

Typical fire rated wall - 30 or 60mins as required by building design (By Others)